


 

Drinking Water Quality Management Plan Report 2018 

 

Document: 884164 Page 2 

 

Document Information 
 

Version Created By Issued To 
Reviewed by: 

Signature & Date 
Approved by: 

Signature & Date 

1 Ada Mari Pasanen Peter White 
 

Peter White 
7/12/2018 

 
 

Michael Kriedemann 
15/12/2018 

 

Document and Drinking Water Quality Management Plan related information controller: 

Coordinator Water and Wastewater:  Peter White 

T:  (07) 4099 9466 
E:  peter.white@douglas.qld.gov.au 
 

 

 

 

 

  

 

 

 

 

 

 

 

 

 

 

 

mailto:peter.white@douglas.qld.gov.au










 

Drinking Water Quality Management Plan Report 2018 

 

Document: 884164 Page 7 

 

Appendix A: Implementation of the DWQMP Risk Management Improvement Program 

Table 3. Status update for RMIP 

Scheme Improvement actions Status Hazardous Event 
Hazards Managed by 

Same Barriers 

All Schemes Rex Creek stage 2 intake upgrade Under construction Blocked Johnston screen Failure of supply 

M/PD Craiglie Reservoir roof 
replacement 

Design phase Ingress into reservoirs Limited supply 

M/PD & W Cooya Reservoir and Wonga 
Reservoir design 

Under review Ingress into reservoirs Limited supply 

All Schemes Mains break procedure To be finalised Mains break Failure of supply 

All Schemes Replacement of ageing AC mains Ongoing Mains break, increasing pH 
impacting residual disinfection 

Failure of supply, 
bacteria/virus 

All Schemes Long term meter replacement 
strategy 

Smart metering report completed.  Trial to 
be commenced subject to funding. 

Backflow e.g. from customer 
meters or standpipes 

Protozoa 

M/PD Water demand management RWSSA report completed and published 
18/19 

Demand exceeds supply Limited supply 

M/PD Port Douglas Crees Rd Reservoir To be completed 18/19 Demand exceeds supply Limited supply 

M/PD Alternate water supply Commenced Drought Failure of supply 

M/PD & W Mossman/Port Douglas and 
Whyanbeel interconnection 

Commenced Cyclone Failure of supply 

All Schemes Staff training Ongoing Operator error Any 

All Schemes Bypass procedure To be finalised Accidental use of bypass Protozoa and bacteria 

All Schemes Mapping of water reticulation 
system 

Ongoing Loss of knowledge  

M/PD Project to line remaining area of 
race and angle Johnston screens 
to allow more self cleaning 

Designed, to be completed 18/19 Blocked Johnston Screen Failure of supply 

Daintree Daintree bore Project to be finalised 18/19 Flood/Landslip Failure of supply 
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Table 5. Daintree water supply scheme E.coli compliance with annual value. 

Year 2017-2018 

Month July Aug Sept Oct Nov Dec Jan Feb March April May June 

No. of samples collected 8 10 12 12 10 10 11 12 10 10 12 8 

No. of samples collected in which E. coli is 
detected (i.e. a failure) 

0 0 0 0 0 0 0 0 0 0 0 0 

No. of samples collected in previous 12 
month period 

12 15 11 8 10 8 8 10 8 8 10 8 

No. of failures for previous 12 month 
period 

0 0 0 0 0 0 0 0 0 0 0 0 

% of samples that comply 100 100 100 100 100 100 100 100 100 100 100 100 

Compliance with 98% annual value Y Y Y Y Y Y Y Y Y Y Y Y 
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Table 7. Mossman/ Port Douglas  water supply scheme E.coli compliance with annual value. 

Year 2017-2018 

Month July Aug Sept Oct Nov Dec Jan Feb March April May June 

No. of samples collected 64 80 96 85 91 80 94 84 80 80 96 65 

No. of samples collected in which E. coli is 
detected (i.e. a failure) 

0 0 0 0 0 0 0 0 0 0 0 0 

No. of samples collected in previous 12 month 
period 

64 85 67 64 80 64 66 68 76 64 80 64 

No. of failures for previous 12 month period 0 0 0 0 0 0 0 0 0 0 0 0 

% of samples that comply 100 100 100 100 100 100 100 100 100 100 100 100 

Compliance with 98% annual value Y Y Y Y Y Y Y Y Y Y Y Y 
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Table 9. Whyanbeel  water supply scheme E.coli compliance with annual value. 

Year 2017-2018 

Month July Aug Sept Oct Nov Dec Jan Feb March April May June 

No. of samples collected 20 25 30 30 25 25 27 30 25 25 30 20 

No. of samples collected in which E. coli is 
detected (i.e. a failure) 

0 0 0 0 0 0 0 0 0 0 0 0 

No. of samples collected in previous 12 
month period 

24 30 23 20 25 20 20 25 20 20 25 20 

No. of failures for previous 12 month period 0 0 0 0 0 0 0 0 0 0 0 0 

% of samples that comply 100 100 100 100 100 100 100 100 100 100 100 100 

Compliance with 98% annual value Y Y Y Y Y Y Y Y Y Y Y Y 

 


